
Sample Name Sample Location Date Collected Result Qualifier Unit Reporting Limit Immediate Remedial Response Long-Term Remedial Response
CR-1-1-168-DWC-P-01 Water Fountain w/Cooler Room 

168
03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-168-DWC-SS-01 Water Fountain w/Cooler Room 
168

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-168-DWC-F-01 Water Fountain w/Cooler Room 
168

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-168-DWC-P-02 Water Fountain w/Cooler Room 
168

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-168-DWC-SS-02 Water Fountain w/Cooler Room 
168

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-168-DWC-F-02 Water Fountain w/Cooler Room 
168

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-168-WBF-P-03 Water Bottle Filler Room 168 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-168-WBF-SS-03 Water Bottle Filler Room 168 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-168-WBF-F-03 Water Bottle Filler Room 168 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-165-DW-P-04 Room 165 Water Fountian 03/28/2023 0.0025 mg/L 0.0020 NA NA

CR-1-1-165-DW-SS-04 Room 165 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-165-DW-F-04 Room 165 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-164-DW-P-05 Room 164 Water Fountian 03/28/2023 0.0023 mg/L 0.0020 NA NA

CR-1-1-164-DW-SS-05 Room 164 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-164-DW-F-05 Room 164 Water Fountian 03/28/2023 0.00085 J mg/L 0.0020 NA NA
CR-1-1-162-DW-P-06 Room 162 Water Fountian 03/28/2023 0.0010 J mg/L 0.0020 NA NA

CR-1-1-162-DW-SS-06 Room 162 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-162-DW-F-06 Room 162 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-163-DW-P-07 Room 163 Water Fountian 03/28/2023 0.0026 mg/L 0.0020 NA NA

CR-1-1-163-DW-SS-07 Room 163 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-163-DW-F-07 Room 163 Water Fountian 03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-160-DWC-P-08 Water Fountain w/Cooler Room 
160

03/28/2023 0.00077 J mg/L 0.0020 NA NA

CR-1-1-160-DWC-SS-08 Water Fountain w/Cooler Room 
160

03/28/2023 0.0011 J mg/L 0.0020 NA NA

CR-1-1-160-DWC-F-08 Water Fountain w/Cooler Room 
160

03/28/2023 0.00098 J mg/L 0.0020 NA NA

CR-1-1-160-DWC-P-09 Water Fountain w/Cooler Room 
160

03/28/2023 0.00088 J mg/L 0.0020 NA NA

CR-1-1-160-DWC-SS-09 Water Fountain w/Cooler Room 
160

03/28/2023 0.00086 J mg/L 0.0020 NA NA

CR-1-1-160-DWC-F-09 Water Fountain w/Cooler Room 
160

03/28/2023 0.00074 J mg/L 0.0020 NA NA

CR-1-1-161-DW-P-10 Room 161 Water Fountain 03/28/2023 0.0030 mg/L 0.0020 NA NA
CR-1-1-161-DW-SS-10 Room 161 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-161-DW-F-10 Room 161 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-160-DW-P-11 Room 160 Water Fountain 03/28/2023 0.0023 mg/L 0.0020 NA NA

CR-1-1-160-DW-SS-11 Room 160 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-160-DW-F-11 Room 160 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-NO-CF-P-12 Nurse's Office Sink 03/28/2023 0.00085 J mg/L 0.0020 NA NA
CR-1-1-NO-CF-F-12 Nurse's Office Sink 03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-255-DWC-P-13 Second Floor Water Fountain 
w/Cooler Room 255

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-255-DWC-SS-13 Second Floor Water Fountain 
w/Cooler Room 255

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-255-DWC-F-13 Second Floor Water Fountain 
w/Cooler Room 255

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-255-WBF-P-14 Second Floor Water Bottle Filler 
Room 255

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-255-WBF-SS-14 Second Floor Water Bottle Filler 
Room 255

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-255-WBF-F-14 Second Floor Water Bottle Filler 
Room 255

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-2-241-DW-P-15 Room 241 Water Fountain 03/28/2023 0.0026 mg/L 0.0020 NA NA
CR-1-2-241-DW-SS-15 Room 241 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-241-DW-F-15 Room 241 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-242-DW-P-16 Room 242 Water Fountain 03/28/2023 0.0026 mg/L 0.0020 NA NA

CR-1-2-242-DW-SS-16 Room 242 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-242-DW-F-16 Room 242 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-244-DW-P-17 Room 244 Water Fountain 03/28/2023 0.0021 mg/L 0.0020 NA NA

CR-1-2-244-DW-SS-17 Room 244 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-244-DW-F-17 Room 244 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-243-DW-P-18 Room 243 Water Fountain 03/28/2023 0.0024 mg/L 0.0020 NA NA

CR-1-2-243-DW-SS-18 Room 243 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-243-DW-F-18 Room 243 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-245-DW-P-19 Room 245 Water Fountain 03/28/2023 0.0021 mg/L 0.0020 NA NA

CR-1-2-245-DW-SS-19 Room 245 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-245-DW-F-19 Room 245 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-246-DW-P-20 Room 246 Water Fountain 03/28/2023 0.0021 mg/L 0.0020 NA NA

CR-1-2-246-DW-SS-20 Room 246 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-246-DW-F-20 Room 246 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-248-DW-P-21 Room 248 Water Fountain 03/28/2023 0.0023 mg/L 0.0020 NA NA

CR-1-2-248-DW-SS-21 Room 248 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-248-DW-F-21 Room 248 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-247-DW-P-22 Room 247 Water Fountain 03/28/2023 0.0031 mg/L 0.0020 NA NA

CR-1-2-247-DW-SS-22 Room 247 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-247-DW-F-22 Room 247 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-249-DW-P-23 Room 249 Water Fountain 03/28/2023 0.0031 mg/L 0.0020 NA NA

CR-1-2-249-DW-SS-23 Room 249 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-249-DW-F-23 Room 249 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-250-DW-P-24 Room 250 Water Fountain 03/28/2023 0.0028 mg/L 0.0020 NA NA

CR-1-2-250-DW-SS-24 Room 250 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-250-DW-F-24 Room 250 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-251-DW-P-25 Room 251 Water Fountain 03/28/2023 0.0025 mg/L 0.0020 NA NA

CR-1-2-251-DW-SS-25 Room 251 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-251-DW-F-25 Room 251 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-2-252-DW-P-26 Room 252 Water Fountain 03/28/2023 0.0036 mg/L 0.0020 NA NA

CR-1-2-252-DW-SS-26 Room 252 Water Fountain 03/28/2023 0.00075 J mg/L 0.0020 NA NA
CR-1-2-252-DW-F-26 Room 252 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-142-DW-P-27 Room 142 Water Fountain 03/28/2023 0.0071 mg/L 0.0020 NA NA

CR-1-1-142-DW-SS-27 Room 142 Water Fountain 03/28/2023 0.0014 J mg/L 0.0020 NA NA
CR-1-1-142-DW-F-27 Room 142 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-141-DW-P-28 Room 141 Water Fountain 03/28/2023 0.0025 mg/L 0.0020 NA NA

CR-1-1-141-DW-SS-28 Room 141 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-141-DW-F-28 Room 141 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-143-DW-P-29 Room 143 Water Fountain 03/28/2023 0.0028 mg/L 0.0020 NA NA

CR-1-1-143-DW-SS-29 Room 143 Water Fountain 03/28/2023 0.00068 J mg/L 0.0020 NA NA
CR-1-1-143-DW-F-29 Room 143 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-144-DW-P-30 Room 144 Water Fountain 03/28/2023 0.0022 mg/L 0.0020 NA NA

CR-1-1-144-DW-SS-30 Room 144 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-144-DW-F-30 Room 144 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-146-DW-P-31 Room 146 Water Fountain 03/28/2023 0.0023 mg/L 0.0020 NA NA

CR-1-1-146-DW-SS-31 Room 146 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-146-DW-F-31 Room 146 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-145-DW-P-32 Room 145 Water Fountain 03/28/2023 0.0031 mg/L 0.0020 NA NA

CR-1-1-145-DW-SS-32 Room 145 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-145-DW-F-32 Room 145 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-147-DW-P-33 Room 147 Water Fountain 03/28/2023 0.0017 J mg/L 0.0020 NA NA

CR-1-1-147-DW-SS-33 Room 147 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-147-DW-F-33 Room 147 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-148-DW-P-34 Room 148 Water Fountain 03/28/2023 0.0026 mg/L 0.0020 NA NA

CR-1-1-148-DW-SS-34 Room 148 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-148-DW-F-34 Room 148 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-150-DW-P-35 Room 150 Water Fountain 03/28/2023 0.0027 mg/L 0.0020 NA NA

CR-1-1-150-DW-SS-35 Room 150 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-150-DW-F-35 Room 150 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-149-DW-P-36 Room 149 Water Fountain 03/28/2023 0.0021 mg/L 0.0020 NA NA

CR-1-1-149-DW-SS-36 Room 149 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-149-DW-F-36 Room 149 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-152-DW-P-37 Room 152 Water Fountain 03/28/2023 0.0030 mg/L 0.0020 NA NA

CR-1-1-152-DW-SS-37 Room 152 Water Fountain 03/28/2023 0.00069 J mg/L 0.0020 NA NA
CR-1-1-152-DW-F-37 Room 152 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-151-DW-P-38 Room 151 Water Fountain 03/28/2023 0.0039 mg/L 0.0020 NA NA

CR-1-1-151-DW-SS-38 Room 151 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA



CR-1-1-151-DW-F-38 Room 151 Water Fountain 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-1-1-MO-CF-P-39 Main Office Sink Faucet 03/28/2023 0.0037 mg/L 0.0020 NA NA
CR-1-1-MO-CF-F-39 Main Office Sink Faucet 03/28/2023 0.0013 J mg/L 0.0020 NA NA

CR-1-1-MR-DWC-P-40 Water Fountain w/Cooler by 
Men's Restroom

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-MR-DWC-SS-40 Water Fountain w/Cooler by 
Men's Restroom

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-MR-DWC-F-40 Water Fountain w/Cooler by 
Men's Restroom

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-MR-WBF-P-41 Water Bottle Filler by Men's 
Restroom

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-MR-WBF-SS-41 Water Bottle Filler by Men's 
Restroom

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-1-1-MR-WBF-F-41 Water Bottle Filler by Men's 
Restroom

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-MO-DWC-P-42 Water Fountain w/Cooler by 
Main Office

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-MO-DWC-SS-42 Water Fountain w/Cooler by 
Main Office

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-MO-DWC-F-42 Water Fountain w/Cooler by 
Main Office

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-MO-WBF-P-43 Water Bottle Filler by Main 
Office

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-MO-WBF-SS-43 Water Bottle Filler by Main 
Office

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-MO-WBF-F-43 Water Bottle Filler by Main 
Office

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-C107-DWC-P-44 Water Fountian w/Cooler Room 
C107

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-C107-DWC-SS-44 Water Fountian w/Cooler Room 
C107

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-C107-DWC-F-44 Water Fountian w/Cooler Room 
C107

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-C107-WBF-P-45 Water Bottle Filler Room C107 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-2-1-C107-WBF-SS-45 Water Bottle Filler Room C107 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-2-1-C107-WBF-F-45 Water Bottle Filler Room C107 03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-302-CF-P-46 Room 302 Sink Faucet 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-2-1-302-CF-F-46 Room 302 Sink Faucet 03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-307-DWC-P-47 Water Fountain w/Cooler Room 
307

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-307-DWC-SS-47 Water Fountain w/Cooler Room 
307

03/28/2023 0.00088 J mg/L 0.0020 NA NA

CR-2-1-307-DWC-F-47 Water Fountain w/Cooler Room 
307

03/28/2023 0.0013 J mg/L 0.0020 NA NA

CR-2-1-307-DWC-P-48 Water Fountain w/Cooler Room 
307

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-307-DWC-SS-48 Water Fountain w/Cooler Room 
307

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-307-DWC-F-48 Water Fountain w/Cooler Room 
307

03/28/2023 0.0020 U mg/L 0.0020 NA NA

CR-2-1-KIT-KF-P-49 Kitchen Faucet 03/28/2023 0.0040 mg/L 0.0020 NA NA
CR-2-1-KIT-KF-F-49 Kitchen Faucet 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-2-1-KIT-KF-P-50 Kitchen Faucet 03/28/2023 0.0044 mg/L 0.0020 NA NA
CR-2-1-KIT-KF-F-50 Kitchen Faucet 03/28/2023 0.0020 U mg/L 0.0020 NA NA
CR-2-1-KIT-ICE-P-51 Kitchen Ice Machine 03/28/2023 0.0020 U mg/L 0.0020 NA NA
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