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Response
CR-3-1-KIT-KF-P-01 Kitchen Faucet 03/29/2023 0.0019 J mg/L 0.0020 NA NA
CR-3-1-KIT-KF-F-01 Kitchen Faucet 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-KIT-KF-P-02 Kitchen Faucet 03/29/2023 0.0010 J mg/L 0.0020 NA NA
CR-3-1-KIT-KF-F-02 Kitchen Faucet 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-KIT-KF-P-03 Kitchen Faucet 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-KIT-KF-F-03 Kitchen Faucet 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-KIT-ICE-P-04 Kitchen Ice Machine 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-DWC-P-05 Water Fountain w/Cooler Room 
C101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-DWC-SS-05 Water Fountain w/Cooler Room 
C101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-DWC-F-05 Water Fountain w/Cooler Room 
C101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-DWC-P-06 Water Fountain w/Cooler Room 
C101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-DWC-SS-06 Water Fountain w/Cooler Room 
C101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-DWC-F-06 Water Fountain w/Cooler Room 
C101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C101-WBF-P-07 Water Bottle Filler Room C101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C101-WBF-SS-07 Water Bottle Filler Room C101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C101-WBF-F-07 Water Bottle Filler Room C101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C102-CF-P-08 Room C102 Sink Faucet 03/29/2023 0.0019 J mg/L 0.0020 NA NA
CR-3-1-C102-CF-F-08 Room C102 Sink Faucet 03/29/2023 0.0010 J mg/L 0.0020 NA NA
CR-3-1-C102-CF-P-09 Room C102 Sink Faucet 03/29/2023 0.0045 mg/L 0.0020 NA NA
CR-3-1-C102-CF-F-09 Room C102 Sink Faucet 03/29/2023 0.00071 J mg/L 0.0020 NA NA

CR-3-1-C113-DWC-P-10 Water Fountain w/Cooler Room 
C113

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C113-DWC-SS-10 Water Fountain w/Cooler Room 
C113

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C113-DWC-F-10 Water Fountain w/Cooler Room 
C113

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C113-WBF-P-11 Water Bottle Filler Room C113 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C113-WBF-SS-11 Water Bottle Filler Room C113 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C113-WBF-F-11 Water Bottle Filler Room C113 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C113-DWC-P-12 Water Fountain w/Cooler Room 
C113

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C113-DWC-SS-12 Water Fountain w/Cooler Room 
C113

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C113-DWC-F-12 Water Fountain w/Cooler Room 
C113

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-DWC-P-13 Water Fountain w/Cooler Room 
C115

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-DWC-SS-13 Water Fountain w/Cooler Room 
C115

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-DWC-F-13 Water Fountain w/Cooler Room 
C115

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-WBF-P-14 Water Bottle Filler Room C115 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C115-WBF-SS-14 Water Bottle Filler Room C115 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-C115-WBF-F-14 Water Bottle Filler Room C115 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-DWC-P-15 Water Fountain w/Cooler Room 
C115

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-DWC-SS-15 Water Fountain w/Cooler Room 
C115

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-C115-DWC-F-15 Water Fountain w/Cooler Room 
C115

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-DWC-P-16 Water Fountain w/Cooler Room 
D101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-DWC-SS-16 Water Fountain w/Cooler Room 
D101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-DWC-F-16 Water Fountain w/Cooler Room 
D101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-DWC-P-17 Water Fountain w/Cooler Room 
D101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-DWC-SS-17 Water Fountain w/Cooler Room 
D101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-DWC-F-17 Water Fountain w/Cooler Room 
D101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-D101-WBF-P-18 Water Bottle Filler Room D101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-D101-WBF-SS-18 Water Bottle Filler Room D101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-D101-WBF-F-18 Water Bottle Filler Room D101 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-DWC-P-19 Water Fountain w/Cooler Room 
A101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-DWC-SS-19 Water Fountain w/Cooler Room 
A101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-DWC-F-19 Water Fountain w/Cooler Room 
A101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-DWC-P-20 Water Fountain w/Cooler Room 
A101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-DWC-SS-20 Water Fountain w/Cooler Room 
A101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-DWC-F-20 Water Fountain w/Cooler Room 
A101

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-A101-WBF-P-21 Water Bottle Filler Room A101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-A101-WBF-SS-21 Water Bottle Filler Room A101 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-A101-WBF-F-21 Water Bottle Filler Room A101 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-MO-DWC-P-22 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0014 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-SS-22 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.00092 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-F-22 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.00086 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-P-23 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0015 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-SS-23 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.00078 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-F-23 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-MO-DWC-P-24 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0031 mg/L 0.0020 NA NA

CR-3-1-MO-DWC-SS-24 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0025 mg/L 0.0020 NA NA



CR-3-1-MO-DWC-F-24 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0017 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-P-25 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.0026 mg/L 0.0020 NA NA

CR-3-1-MO-DWC-SS-25 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.00095 J mg/L 0.0020 NA NA

CR-3-1-MO-DWC-F-25 Water Fountain w/Cooler by Main 
Office

03/29/2023 0.00072 J mg/L 0.0020 NA NA

CR-3-1-GYM-DWC-P-26 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-GYM-DWC-SS-26 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-GYM-DWC-F-26 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-GYM-WBF-P-27 Water Bottle Filler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-GYM-WBF-SS-27 Water Bottle Filler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-GYM-WBF-F-27 Water Bottle Filler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-CAF-DWC-P-28 Water Fountain w/Cooler Cafeteria 03/29/2023 0.0023 mg/L 0.0020 NA NA

CR-3-1-CAF-DWC-SS-28 Water Fountain w/Cooler Cafeteria 03/29/2023 0.0018 J mg/L 0.0020 NA NA

CR-3-1-CAF-DWC-F-28 Water Fountain w/Cooler Cafeteria 03/29/2023 0.0016 J mg/L 0.0020 NA NA

CR-3-1-CAF-DWC-P-29 Water Fountain w/Cooler Cafeteria 03/29/2023 0.0019 J mg/L 0.0020 NA NA

CR-3-1-CAF-DWC-SS-29 Water Fountain w/Cooler Cafeteria 03/29/2023 0.0012 J mg/L 0.0020 NA NA

CR-3-1-CAF-DWC-F-29 Water Fountain w/Cooler Cafeteria 03/29/2023 0.0011 J mg/L 0.0020 NA NA

CR-3-1-B110-DWC-P-30 Water Fountain w/Cooler by Room 
B110

03/29/2023 0.0016 J mg/L 0.0020 NA NA

CR-3-1-B110-DWC-SS-30 Water Fountain w/Cooler by Room 
B110

03/29/2023 0.00093 J mg/L 0.0020 NA NA

CR-3-1-B110-DWC-F-30 Water Fountain w/Cooler by Room 
B110

03/29/2023 0.00077 J mg/L 0.0020 NA NA

CR-3-1-B110-DWC-P-31 Water Fountain w/Cooler by Room 
B110

03/29/2023 0.0016 J mg/L 0.0020 NA NA

CR-3-1-B110-DWC-SS-31 Water Fountain w/Cooler by Room 
B110

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-B110-DWC-F-31 Water Fountain w/Cooler by Room 
B110

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-NO-CF-P-32 Nurse's Office Sink Faucet 03/29/2023 0.0022 mg/L 0.0020 NA NA
CR-3-1-NO-CF-F-32 Nurse's Office Sink Faucet 03/29/2023 0.00082 J mg/L 0.0020 NA NA

CR-3-2-A215-DWC-P-33 Second Floor Water Fountain 
w/Cooler by Room A215

03/29/2023 0.0012 J mg/L 0.0020 NA NA

CR-3-2-A215-DWC-SS-33 Second Floor Water Fountain 
w/Cooler by Room A215

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-A215-DWC-F-33 Second Floor Water Fountain 
w/Cooler by Room A215

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-A215-DWC-P-34 Second Floor Water Fountain 
w/Cooler by Room A215

03/29/2023 0.0029 mg/L 0.0020 NA NA

CR-3-2-A215-DWC-SS-34 Second Floor Water Fountain 
w/Cooler by Room A215

03/29/2023 0.0011 J mg/L 0.0020 NA NA

CR-3-2-A215-DWC-F-34 Second Floor Water Fountain 
w/Cooler by Room A215

03/29/2023 0.00096 J mg/L 0.0020 NA NA

CR-3-2-D201-DWC-P-35 Second Floor Water Fountain 
w/Cooler by Room D201

03/29/2023 0.0012 J mg/L 0.0020 NA NA

CR-3-2-D201-DWC-SS-35 Second Floor Water Fountain 
w/Cooler by Room D201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-D201-DWC-F-35 Second Floor Water Fountain 
w/Cooler by Room D201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-D201-DWC-P-36 Second Floor Water Fountain 
w/Cooler by Room D201

03/29/2023 0.00083 J mg/L 0.0020 NA NA

CR-3-2-D201-DWC-SS-36 Second Floor Water Fountain 
w/Cooler by Room D201

03/29/2023 0.00080 J mg/L 0.0020 NA NA

CR-3-2-D201-DWC-F-36 Second Floor Water Fountain 
w/Cooler by Room D201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-B201-DWC-P-37 Second Floor Water Fountain 
w/Cooler by Room B201

03/29/2023 0.00098 J mg/L 0.0020 NA NA

CR-3-2-B201-DWC-SS-37 Second Floor Water Fountain 
w/Cooler by Room B201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-B201-DWC-F-37 Second Floor Water Fountain 
w/Cooler by Room B201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-B201-DWC-P-38 Second Floor Water Fountain 
w/Cooler by Room B201

03/29/2023 0.00077 J mg/L 0.0020 NA NA

CR-3-2-B201-DWC-SS-38 Second Floor Water Fountain 
w/Cooler by Room B201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-B201-DWC-F-38 Second Floor Water Fountain 
w/Cooler by Room B201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C201-DWC-P-39 Second Floor Water Fountain 
w/Cooler by Room C201

03/29/2023 0.00074 J mg/L 0.0020 NA NA

CR-3-2-C201-DWC-SS-39 Second Floor Water Fountain 
w/Cooler by Room C201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C201-DWC-F-39 Second Floor Water Fountain 
w/Cooler by Room C201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C201-DWC-P-40 Second Floor Water Fountain 
w/Cooler by Room C201

03/29/2023 0.00074 J mg/L 0.0020 NA NA

CR-3-2-C201-DWC-SS-40 Second Floor Water Fountain 
w/Cooler by Room C201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C201-DWC-F-40 Second Floor Water Fountain 
w/Cooler by Room C201

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-DWC-P-41 Second Floor Water Fountain 
w/Cooler by Room C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-DWC-SS-41 Second Floor Water Fountain 
w/Cooler by Room C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-DWC-F-41 Second Floor Water Fountain 
w/Cooler by Room C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-DWC-P-42 Second Floor Water Fountain 
w/Cooler by Room C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-DWC-SS-42 Second Floor Water Fountain 
w/Cooler by Room C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-DWC-F-42 Second Floor Water Fountain 
w/Cooler by Room C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-WBF-P-43 Second Floor Water Bottle Filler by 
Woom C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-WBF-SS-43 Second Floor Water Bottle Filler by 
Woom C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-C213-WBF-F-43 Second Floor Water Bottle Filler by 
Woom C213

03/29/2023 0.0020 U mg/L 0.0020 NA NA



CR-3-2-F211-DWC-P-44 Second Floor Water Fountain 
w/Cooler by Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-DWC-SS-44 Second Floor Water Fountain 
w/Cooler by Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-DWC-F-44 Second Floor Water Fountain 
w/Cooler by Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-DWC-P-45 Second Floor Water Fountain 
w/Cooler by Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-DWC-SS-45 Second Floor Water Fountain 
w/Cooler by Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-DWC-F-45 Second Floor Water Fountain 
w/Cooler by Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-WBF-P-46 Second Floor Water Bottle Filler by 
Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-WBF-SS-46 Second Floor Water Bottle Filler by 
Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-2-F211-WBF-F-46 Second Floor Water Bottle Filler by 
Room F211

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-GYM-DWC-P-47 Water Fountain w/Cooler Gym 03/29/2023 0.00076 J mg/L 0.0020 NA NA
CR-3-1-GYM-DWC-SS-47 Water Fountain w/Cooler Gym 03/29/2023 0.00069 J mg/L 0.0020 NA NA
CR-3-1-GYM-DWC-F-47 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-GYM-DWC-P-48 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-GYM-DWC-SS-48 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-GYM-DWC-F-48 Water Fountain w/Cooler Gym 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-DWC-P-49 Water Fountain w/Cooler by Room 
F111

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-DWC-SS-49 Water Fountain w/Cooler by Room 
F111

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-DWC-F-49 Water Fountain w/Cooler by Room 
F111

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-WBF-P-50 Water Bottle Filler by Room F111 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-F111-WBF-SS-50 Water Bottle Filler by Room F111 03/29/2023 0.0020 U mg/L 0.0020 NA NA
CR-3-1-F111-WBF-F-50 Water Bottle Filler by Room F111 03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-DWC-P-51 Water Fountain w/Cooler by Room 
F111

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-DWC-SS-51 Water Fountain w/Cooler by Room 
F111

03/29/2023 0.0020 U mg/L 0.0020 NA NA

CR-3-1-F111-DWC-F-51 Water Fountain w/Cooler by Room 
F111

03/29/2023 0.0020 U mg/L 0.0020 NA NA
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