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CR-10-1-KIT-KF-P-01 Kitchen Faucet 04/04/2023 0.0024 mg/L 0.0020 NA NA
CR-10-1-KIT-KF-F-01 Kitchen Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-KIT-KF-P-02L Left Kitchen Faucet 04/04/2023 0.0021 mg/L 0.0020 NA NA
CR-10-1-KIT-KF-F-02L Left Kitchen Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-KIT-KF-P-03R Right Kitchen Faucet 04/04/2023 0.0021 mg/L 0.0020 NA NA
CR-10-1-KIT-KF-F-03R Right Kitchen Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-KIT-KF-P-04 Kitchen Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-KIT-KF-F-04 Kitchen Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-KIT-ICE-P-06 Kitchen Ice Machine 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-GYM-DWC-P-07 Water Fountain w/Cooler Gym 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-GYM-DWC-SS-07 Water Fountain w/Cooler Gym 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-GYM-DWC-F-07 Water Fountain w/Cooler Gym 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-Lib-DWC-P-08 Water Fountain w/Cooler 
Library

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-Lib-DWC-SS-08 Water Fountain w/Cooler 
Library

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-Lib-DWC-F-08 Water Fountain w/Cooler 
Library

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-Lib-WBF-P-09 Water Bottle Filler Library 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-Lib-WBF-SS-09 Water Bottle Filler Library 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-Lib-WBF-F-09 Water Bottle Filler Library 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-NUR-BF-P-10 Nurse's Office Bathroom Sink 
Faucet

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-NUR-BF-F-10 Nurse's Office Bathroom Sink 
Faucet

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-02-DW-P-11 Room 02 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-02-DW-SS-11 Room 02 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-02-DW-F-11 Room 02 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-04-DW-P-12 Room 04 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-04-DW-SS-12 Room 04 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-04-DW-F-12 Room 04 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-06-DW-P-13 Room 06 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-06-DW-SS-13 Room 06 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-06-DW-F-13 Room 06 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-03-KF-P-14 Room 03 Sink Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-03-KF-F-14 Room 03 Sink Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-07-DW-P-16 Room 07 Water Fountain 04/04/2023 0.0016 J mg/L 0.0020 NA NA

CR-10-1-07-DW-SS-16 Room 07 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-07-DW-F-16 Room 07 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-08-DW-P-17 Room 08 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-08-DW-SS-17 Room 08 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-08-DW-F-17 Room 08 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-09-DW-P-18 Room 09 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-09-DW-SS-18 Room 09 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-09-DW-F-18 Room 09 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-10-DW-P-19 Room 10 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-10-DW-SS-19 Room 10 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-10-DW-F-19 Room 10 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-12-DW-P-21 Room 12 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-12-DW-SS-21 Room 12 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-12-DW-F-21 Room 12 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-05-KF-P-41 Room 05 Sink Faucet 04/04/2023 0.00072 J mg/L 0.0020 NA NA
CR-10-1-05-KF-F-41 Room 05 Sink Faucet 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-13-DW-P-22 Room 13 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-13-DW-SS-22 Room 13 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-13-DW-F-22 Room 13 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-14-DW-P-23 Room 14 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-DW-SS-23 Room 14 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-14-DW-F-23 Room 14 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-DWC-P-24 Water Fountain w/Cooler by 
Room 14

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-DWC-SS-24 Water Fountain w/Cooler by 
Room 14

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-DWC-F-24 Water Fountain w/Cooler by 
Room 14

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-WBF-P-25 Water Bottle Filler by Room 14 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-WBF-SS-25 Water Bottle Filler by Room 14 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-14-WBF-F-25 Water Bottle Filler by Room 14 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-18-DW-P-26 Room 18 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-18-DW-SS-26 Room 18 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-18-DW-F-26 Room 18 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-21-DW-P-27 Room 21 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-21-DW-SS-27 Room 21 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-21-DW-F-27 Room 21 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-20-DW-P-28 Room 20 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-20-DW-SS-28 Room 20 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-20-DW-F-28 Room 20 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-22-DW-P-30 Room 22 Water Fountain 04/04/2023 0.0031 mg/L 0.0020 NA NA

CR-10-1-22-DW-SS-30 Room 22 Water Fountain 04/04/2023 0.0023 mg/L 0.0020 NA NA
CR-10-1-22-DW-F-30 Room 22 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-24-DW-P-31 Room 24 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-24-DW-SS-31 Room 24 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-24-DW-F-31 Room 24 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-26-DW-P-32 Room 26 Water Fountain 04/04/2023 0.00073 J mg/L 0.0020 NA NA

CR-10-1-26-DW-SS-32 Room 26 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-26-DW-F-32 Room 26 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-26-DWC-P-33 Water Fountain w/Cooler by 
Room 26

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-26-DWC-SS-33 Water Fountain w/Cooler by 
Room 26

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-26-DWC-F-33 Water Fountain w/Cooler by 
Room 26

04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-26-WBF-P-34 Water Bottle Filler by Room 26 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-26-WBF-SS-34 Water Bottle Filler by Room 26 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-26-WBF-F-34 Water Bottle Filler by Room 26 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-29-DW-P-36 Room 29 Water Fountain 04/04/2023 0.00093 J mg/L 0.0020 NA NA
CR-10-1-29-DW-S-36 Room 29 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-29-DW-F-36 Room 29 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-30-DW-P-37 Room 30 Water Fountain 04/04/2023 0.0017 J mg/L 0.0020 NA NA

CR-10-1-30-DW-SS-37 Room 30 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-30-DW-F-37 Room 30 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-31-DW-P-38 Room 31 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA

CR-10-1-31-DW-SS-38 Room 31 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-31-DW-F-38 Room 31 Water Fountain 04/04/2023 0.0022 mg/L 0.0020 NA NA
CR-10-1-32-DW-P-39 Room 32 Water Fountain 04/04/2023 0.00076 J mg/L 0.0020 NA NA



CR-10-1-32-DW-SS-39 Room 32 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-32-DW-F-39 Room 32 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-33-DW-P-40 Room 33 Water Fountain 04/04/2023 0.00084 J mg/L 0.0020 NA NA

CR-10-1-33-DW-SS-40 Room 33 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
CR-10-1-33-DW-F-40 Room 33 Water Fountain 04/04/2023 0.0020 U mg/L 0.0020 NA NA
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