
Sample Name Sample Location Date Collected Result Qualifier Unit Reporting 
Limit Immediate Remedial Response Long-Term Remedial Response

CR-14-1-KIT-KF-P-01 Kitchen Faucet 04/18/2023 0.0058 mg/L 0.0020 NA NA
CR-14-1-KIT-KF-F-01 Kitchen Faucet 04/18/2023 0.0013 J mg/L 0.0020 NA NA
CR-14-1-KIT-KF-P-02 Kitchen Faucet 04/18/2023 0.0074 mg/L 0.0020 NA NA
CR-14-1-KIT-KF-F-02 Kitchen Faucet 04/18/2023 0.00099 J mg/L 0.0020 NA NA
CR-14-1-KIT-KF-P-04 Kitchen Faucet 04/18/2023 0.0014 J mg/L 0.0020 NA NA
CR-14-1-KIT-KF-F-04 Kitchen Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-KIT-ICE-P-05 Kitchen Ice Machine 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-KIT-KF-P-06L Left Kitchen Faucet 04/18/2023 0.0029 mg/L 0.0020 NA NA
CR-14-1-KIT-KF-F-06L Left Kitchen Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-KIT-KF-P-07R Right Kitchen Faucet 04/18/2023 0.0044 mg/L 0.0020 NA NA
CR-14-1-KIT-KF-F-07R Right Kitchen Faucet 04/18/2023 0.0010 J mg/L 0.0020 NA NA

CR-14-1-CAFE-DWC-P-08L Left Water Fountain w/Cooler 
Cafeteria

04/18/2023 0.00099 J mg/L 0.0020 NA NA

CR-14-1-CAFE-DWC-SS-08L Left Water Fountain w/Cooler 
Cafeteria

04/18/2023 0.0010 J mg/L 0.0020 NA NA

CR-14-1-CAFE-DWC-F-08L Left Water Fountain w/Cooler 
Cafeteria

04/18/2023 0.0011 J mg/L 0.0020 NA NA

CR-14-1-CAFE-DWC-P-09R Right Water Fountain w/Cooler 
Cafeteria

04/18/2023 0.0011 J mg/L 0.0020 NA NA

CR-14-1-CAFE-DWC-SS-09R Right Water Fountain w/Cooler 
Cafeteria

04/18/2023 0.0012 J mg/L 0.0020 NA NA

CR-14-1-CAFE-DWC-F-09R Right Water Fountain w/Cooler 
Cafeteria

04/18/2023 0.0014 J mg/L 0.0020 NA NA

CR-14-1-A119-KF-P-10 Room A119 Sink Faucet 04/18/2023 0.0025 mg/L 0.0020 NA NA
CR-14-1-A119-KF-F-10 Room A119 Sink Faucet 04/18/2023 0.00075 J mg/L 0.0020 NA NA

CR-14-1-WR-DWC-P-11L Left Water Fountain w/Cooler by 
Women's Restroom

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-WR-DWC-SS-11L Left Water Fountain w/Cooler by 
Women's Restroom

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-WR-DWC-F-11L Left Water Fountain w/Cooler by 
Women's Restroom

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-WR-WBF-P-12R Right Bottle Filler by Women's 
Restroom

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-WR-WBF-SS-12R Right Bottle Filler by Women's 
Restroom

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-WR-WBF-F-12R Right Bottle Filler by Women's 
Restroom

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-NUR-DW-P-13 Water Fountain Nurse's Office 04/18/2023 0.0085 mg/L 0.0020

 Shut off/disconnect outlet,  Post "Not for 
Drinking/Cooking at outlet, Provide Filters 
at Problem Tap, Continuous Daily/Weekly 
Flushing, Provide Bottle Water, Resample

Follow Immediate Remedial Response and 
Resample. If High Levels Remain follow 

the Long-Term Remedial Response: 
Provide Filters, Replace Problem Outlet, 
Replace Pipe, Reconfigure Plumbing, 

Resample
CR-14-1-NUR-DW-SS-13 Water Fountain Nurse's Office 04/18/2023 0.0024 mg/L 0.0020 NA NA
CR-14-1-NUR-DW-F-13 Water Fountain Nurse's Office 04/18/2023 0.0023 mg/L 0.0020 NA NA
CR-14-1-MO-KF-P-14 Main Office Sink Faucet 04/18/2023 0.0019 J mg/L 0.0020 NA NA
CR-14-1-MO-KF-F-14 Main Office Sink Faucet 04/18/2023 0.00083 J mg/L 0.0020 NA NA

CR-14-1-C102-DW-P-15 Room C102 Water Fountain 04/18/2023 0.0058 mg/L 0.0020 NA NA
CR-14-1-C102-DW-SS-15 Room C102 Water Fountain 04/18/2023 0.00072 J mg/L 0.0020 NA NA
CR-14-1-C102-DW-F-15 Room C102 Water Fountain 04/18/2023 0.00080 J mg/L 0.0020 NA NA
CR-14-1-C102-CF-P-91 Room C102 Sink Faucet 04/18/2023 0.0019 J mg/L 0.0020 NA NA
CR-14-1-C102-CF-F-91 Room C102 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C104-DW-P-16 Room C104 Water Fountain 04/18/2023 0.0029 mg/L 0.0020 NA NA

CR-14-1-C104-DW-SS-16 Room C104 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C104-DW-F-16 Room C104 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C104-CF-P-92 Room C104 Sink Faucet 04/18/2023 0.0023 mg/L 0.0020 NA NA
CR-14-1-C104-CF-F-92 Room C104 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C105-DW-P-17 Room C105 Water Fountain 04/18/2023 0.0058 mg/L 0.0020 NA NA

CR-14-1-C105-DW-SS-17 Room C105 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C105-DW-F-17 Room C105 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C105-CF-P-93 Room C105 Sink Faucet 04/18/2023 0.0015 J mg/L 0.0020 NA NA
CR-14-1-C105-CF-F-93 Room C105 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C107-DW-P-18 Room C107 Water Fountain 04/18/2023 0.00086 J mg/L 0.0020 NA NA

CR-14-1-C107-DW-SS-18 Room C107 Water Fountain 04/18/2023 0.00078 J mg/L 0.0020 NA NA
CR-14-1-C107-DW-F-18 Room C107 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C107-CF-P-19 Room C107 Sink Faucet 04/18/2023 0.0040 mg/L 0.0020 NA NA
CR-14-1-C107-CF-F-19 Room C107 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C106-CF-P-20 Room C106 Sink Faucet 04/18/2023 0.0027 mg/L 0.0020 NA NA
CR-14-1-C106-CF-F-20 Room C106 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C106-DW-P-21 Room C106 Water Fountain 04/18/2023 0.00079 J mg/L 0.0020 NA NA

CR-14-1-C106-DW-SS-21 Room C106 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C106-DW-F-21 Room C106 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C109-CF-P-22 Room C109 Sink Faucet 04/18/2023 0.0025 mg/L 0.0020 NA NA
CR-14-1-C109-CF-F-22 Room C109 Sink Faucet 04/18/2023 0.0012 J mg/L 0.0020 NA NA
CR-14-1-C109-DW-P-23 Room C109 Water Fountain 04/18/2023 0.0043 mg/L 0.0020 NA NA

CR-14-1-C109-DW-SS-23 Room C109 Water Fountain 04/18/2023 0.0014 J mg/L 0.0020 NA NA
CR-14-1-C109-DW-F-23 Room C109 Water Fountain 04/18/2023 0.0013 J mg/L 0.0020 NA NA
CR-14-1-C108-CF-P-24 Room C108 Sink Faucet 04/18/2023 0.0022 mg/L 0.0020 NA NA
CR-14-1-C108-CF-F-24 Room C108 Sink Faucet 04/18/2023 0.00077 J mg/L 0.0020 NA NA
CR-14-1-C108-DW-P-25 Room C108 Water Fountain 04/18/2023 0.0068 mg/L 0.0020 NA NA

CR-14-1-C108-DW-SS-25 Room C108 Water Fountain 04/18/2023 0.0012 J mg/L 0.0020 NA NA
CR-14-1-C108-DW-F-25 Room C108 Water Fountain 04/18/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-C110-CF-P-26 Room C110 Sink Faucet 04/18/2023 0.0044 mg/L 0.0020 NA NA
CR-14-1-C110-CF-F-26 Room C110 Sink Faucet 04/18/2023 0.00076 J mg/L 0.0020 NA NA
CR-14-1-C110-DW-P-27 Room C110 Water Fountain 04/18/2023 0.0011 J mg/L 0.0020 NA NA

CR-14-1-C110-DW-SS-27 Room C110 Water Fountain 04/18/2023 0.00093 J mg/L 0.0020 NA NA
CR-14-1-C110-DW-F-27 Room C110 Water Fountain 04/18/2023 0.00096 J mg/L 0.0020 NA NA
CR-14-1-C111-CF-P-28 Room C111 Sink Faucet 04/18/2023 0.0036 mg/L 0.0020 NA NA
CR-14-1-C111-CF-F-28 Room C111 Sink Faucet 04/18/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-C111-DW-P-29 Room C111 Water Fountain 04/18/2023 0.0063 mg/L 0.0020 NA NA

CR-14-1-C111-DW-SS-29 Room C111 Water Fountain 04/18/2023 0.0017 J mg/L 0.0020 NA NA
CR-14-1-C111-DW-F-29 Room C111 Water Fountain 04/18/2023 0.0014 J mg/L 0.0020 NA NA
CR-14-1-C113-CF-P-30 Room C113 Sink Faucet 04/18/2023 0.0031 mg/L 0.0020 NA NA
CR-14-1-C113-CF-F-30 Room C113 Sink Faucet 04/18/2023 0.00070 J mg/L 0.0020 NA NA
CR-14-1-C113-DW-P-31 Room C113 Water Fountain 04/18/2023 0.0048 mg/L 0.0020 NA NA

CR-14-1-C113-DW-SS-31 Room C113 Water Fountain 04/18/2023 0.00099 J mg/L 0.0020 NA NA
CR-14-1-C113-DW-F-31 Room C113 Water Fountain 04/18/2023 0.00090 J mg/L 0.0020 NA NA
CR-14-1-C112-CF-P-32 Room C112 Sink Faucet 04/18/2023 0.0030 mg/L 0.0020 NA NA
CR-14-1-C112-CF-F-32 Room C112 Sink Faucet 04/18/2023 0.00072 J mg/L 0.0020 NA NA
CR-14-1-C112-DW-P-33 Room C112 Water Fountain 04/18/2023 0.0035 mg/L 0.0020 NA NA

CR-14-1-C112-DW-SS-33 Room C112 Water Fountain 04/18/2023 0.00095 J mg/L 0.0020 NA NA
CR-14-1-C112-DW-F-33 Room C112 Water Fountain 04/18/2023 0.00090 J mg/L 0.0020 NA NA

CR-14-1-C117-DWC-P-34L Left Water Fountain w/Cooler by 
Room C117

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-C117-DWC-SS-34L Left Water Fountain w/Cooler by 
Room C117

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-C117-DWC-F-34L Left Water Fountain w/Cooler by 
Room C117

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-C117-DWC-P-35R Right Water Fountain w/Cooler 
by Room C117

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-C117-DWC-SS-35R Right Water Fountain w/Cooler 
by Room C117

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-C117-DWC-F-35R Right Water Fountain w/Cooler 
by Room C117

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-C120-CF-P-36 Room C120 Sink Faucet 04/18/2023 0.0020 J mg/L 0.0020 NA NA
CR-14-1-C120-CF-F-36 Room C120 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C120-DW-P-37 Room C120 Water Fountain 04/18/2023 0.0038 mg/L 0.0020 NA NA



CR-14-1-C120-DW-SS-37 Room C120 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C120-DW-F-37 Room C120 Water Fountain 04/18/2023 0.00083 J mg/L 0.0020 NA NA
CR-14-1-C133-CF-P-38 Room C133 Sink Faucet 04/18/2023 0.0029 mg/L 0.0020 NA NA
CR-14-1-C133-CF-F-38 Room C133 Sink Faucet 04/18/2023 0.0013 J mg/L 0.0020 NA NA
CR-14-1-C133-DW-P-39 Room C133 Water Fountain 04/18/2023 0.0053 mg/L 0.0020 NA NA

CR-14-1-C133-DW-SS-39 Room C133 Water Fountain 04/18/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-C133-DW-F-39 Room C133 Water Fountain 04/18/2023 0.00096 J mg/L 0.0020 NA NA
CR-14-1-C123-CF-P-40 Room C123 Sink Faucet 04/18/2023 0.0020 mg/L 0.0020 NA NA
CR-14-1-C123-CF-F-40 Room C123 Sink Faucet 04/18/2023 0.00071 J mg/L 0.0020 NA NA
CR-14-1-C123-DW-P-41 Room C123 Water Fountain 04/18/2023 0.0047 mg/L 0.0020 NA NA

CR-14-1-C123-DW-SS-41 Room C123 Water Fountain 04/18/2023 0.00080 J mg/L 0.0020 NA NA
CR-14-1-C123-DW-F-41 Room C123 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C124-CF-P-42 Room C124 Sink Faucet 04/18/2023 0.0017 J mg/L 0.0020 NA NA
CR-14-1-C124-CF-F-42 Room C124 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C124-DW-P-43 Room C124 Water Fountain 04/18/2023 0.0044 mg/L 0.0020 NA NA

CR-14-1-C124-DW-SS-43 Room C124 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C124-DW-F-43 Room C124 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C132-CF-P-44 Room C132 Sink Faucet 04/18/2023 0.0030 mg/L 0.0020 NA NA
CR-14-1-C132-CF-F-44 Room C132 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C132-DW-P-45 Room C132 Water Fountain 04/18/2023 0.0014 J mg/L 0.0020 NA NA

CR-14-1-C132-DW-SS-45 Room C132 Water Fountain 04/18/2023 0.0014 J mg/L 0.0020 NA NA
CR-14-1-C132-DW-F-45 Room C132 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C125-CF-P-46 Room C125 Sink Faucet 04/18/2023 0.0034 mg/L 0.0020 NA NA
CR-14-1-C125-CF-F-46 Room C125 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C125-DW-P-47 Room C125 Water Fountain 04/18/2023 0.0054 mg/L 0.0020 NA NA

CR-14-1-C125-DW-SS-47 Room C125 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C125-DW-F-47 Room C125 Water Fountain 04/18/2023 0.00079 J mg/L 0.0020 NA NA
CR-14-1-C126-CF-P-48 Room C126 Sink Faucet 04/18/2023 0.0027 mg/L 0.0020 NA NA
CR-14-1-C126-CF-F-48 Room C126 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C126-DW-P-49 Room C126 Water Fountain 04/18/2023 0.0052 mg/L 0.0020 NA NA

CR-14-1-C126-DW-SS-49 Room C126 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C126-DW-F-49 Room C126 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-C127-CF-P-50 Room C127 Sink Faucet 04/18/2023 0.0021 mg/L 0.0020 NA NA
CR-14-1-C127-CF-F-50 Room C127 Sink Faucet 04/18/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-C127-DW-P-51 Room C127 Water Fountain 04/18/2023 0.0025 mg/L 0.0020 NA NA

CR-14-1-C127-DW-SS-51 Room C127 Water Fountain 04/18/2023 0.00077 J mg/L 0.0020 NA NA
CR-14-1-C127-DW-F-51 Room C127 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D101-CF-P-52 Room D101 Sink Faucet 04/18/2023 0.0043 mg/L 0.0020 NA NA
CR-14-1-D101-CF-F-52 Room D101 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-D102-DWC-P-55 Water Fountain w/Cooler by 
Room D102

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-D102-DWC-SS-55 Water Fountain w/Cooler by 
Room D102

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-D102-DWC-F-55 Water Fountain w/Cooler by 
Room D102

04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-D102-WBF-P-56 Bottle Filler by Room D102 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D102-WBF-SS-56 Bottle Filler by Room D102 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D102-WBF-F-56 Bottle Filler by Room D102 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D112-CF-P-57 Room D112 Sink Faucet 04/18/2023 0.0017 J mg/L 0.0020 NA NA
CR-14-1-D112-CF-F-57 Room D112 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D112-DW-P-58 Room D112 Water Fountain 04/18/2023 0.0041 mg/L 0.0020 NA NA

CR-14-1-D112-DW-SS-58 Room D112 Water Fountain 04/18/2023 0.00082 J mg/L 0.0020 NA NA
CR-14-1-D112-DW-F-58 Room D112 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D111-CF-P-59 Room D111 Sink Faucet 04/18/2023 0.0046 mg/L 0.0020 NA NA
CR-14-1-D111-CF-F-59 Room D111 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D111-DW-P-60 Room D111 Water Fountain 04/18/2023 0.0036 mg/L 0.0020 NA NA

CR-14-1-D111-DW-SS-60 Room D111 Water Fountain 04/18/2023 0.0012 J mg/L 0.0020 NA NA
CR-14-1-D111-DW-F-60 Room D111 Water Fountain 04/18/2023 0.00081 J mg/L 0.0020 NA NA
CR-14-1-D113-CF-P-61 Room D113 Sink Faucet 04/18/2023 0.0040 mg/L 0.0020 NA NA
CR-14-1-D113-CF-F-61 Room D113 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D113-DW-P-62 Room D113 Water Fountain 04/18/2023 0.0033 mg/L 0.0020 NA NA

CR-14-1-D113-DW-SS-62 Room D113 Water Fountain 04/18/2023 0.00075 J mg/L 0.0020 NA NA
CR-14-1-D113-DW-F-62 Room D113 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D114-CF-P-63 Room D114 Sink Faucet 04/18/2023 0.0026 mg/L 0.0020 NA NA
CR-14-1-D114-CF-F-63 Room D114 Sink Faucet 04/18/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-D114-DW-P-64 Room D114 Water Fountain 04/18/2023 0.0050 mg/L 0.0020 NA NA

CR-14-1-D114-DW-SS-64 Room D114 Water Fountain 04/18/2023 0.00095 J mg/L 0.0020 NA NA
CR-14-1-D114-DW-F-64 Room D114 Water Fountain 04/18/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-HW-E219-DWC-P-65 Water Fountain w/Cooler by 
Room E219

04/25/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-HW-E219-DWC-SS-65 Water Fountain w/Cooler by 
Room E219

04/25/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-HW-E219-DWC-F-65 Water Fountain w/Cooler by 
Room E219

04/25/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-HW-E219-WBF-P-66 Bottle Filler by Room E219 04/25/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-HW-E219-WBF-SS-66 Bottle Filler by Room E219 04/25/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-HW-E219-WBF-F-66 Bottle Filler by Room E219 04/25/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-E211-SINK-P-67 Room E211 Sink Faucet 04/25/2023 0.0032 mg/L 0.0020 NA NA
CR-14-1-E211-SINK-F-67 Room E211 Sink Faucet 04/25/2023 0.00090 J mg/L 0.0020 NA NA
CR-14-1-E211-DW-P-68 Room E211 Water Fountain 04/25/2023 0.0035 mg/L 0.0020 NA NA

CR-14-1-E211-DW-SS-68 Room E211 Water Fountain 04/25/2023 0.00088 J mg/L 0.0020 NA NA
CR-14-1-E211-DW-F-68 Room E211 Water Fountain 04/25/2023 0.00073 J mg/L 0.0020 NA NA

CR-14-1-E212-SINK-P-69 Room E212 Sink Faucet 04/25/2023 0.0034 mg/L 0.0020 NA NA
CR-14-1-E212-SINK-F-69 Room E212 Sink Faucet 04/25/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-E212-DW-P-70 Room E212 Water Fountain 04/25/2023 0.0064 mg/L 0.0020 NA NA

CR-14-1-E212-DW-SS-70 Room E212 Water Fountain 04/25/2023 0.0017 J mg/L 0.0020 NA NA
CR-14-1-E212-DW-F-70 Room E212 Water Fountain 04/25/2023 0.0015 J mg/L 0.0020 NA NA

CR-14-1-E210-SINK-P-71 Room E210 Sink Faucet 04/25/2023 0.0027 mg/L 0.0020 NA NA
CR-14-1-E210-SINK-F-71 Room E210 Sink Faucet 04/25/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-E210-DW-P-72 Room E210 Water Fountain 04/25/2023 0.0011 J mg/L 0.0020 NA NA

CR-14-1-E210-DW-SS-72 Room E210 Water Fountain 04/25/2023 0.0020 U mg/L 0.0020 NA NA
CR-14-1-E210-DW-F-72 Room E210 Water Fountain 04/25/2023 0.0020 U mg/L 0.0020 NA NA

CR-14-1-E209-SINK-P-73 Room E209 Sink Faucet 04/25/2023 0.0040 mg/L 0.0020 NA NA
CR-14-1-E209-SINK-F-73 Room E209 Sink Faucet 04/25/2023 0.0018 J mg/L 0.0020 NA NA
CR-14-1-E209-DW-P-74 Room E209 Water Fountain 04/25/2023 0.0054 mg/L 0.0020 NA NA

CR-14-1-E209-DW-SS-74 Room E209 Water Fountain 04/25/2023 0.0026 mg/L 0.0020 NA NA
CR-14-1-E209-DW-F-74 Room E209 Water Fountain 04/25/2023 0.0021 mg/L 0.0020 NA NA

CR-14-1-E207-SINK-P-75 Room E207 Sink Faucet 04/25/2023 0.0028 mg/L 0.0020 NA NA
CR-14-1-E207-SINK-F-75 Room E207 Sink Faucet 04/25/2023 0.00077 J mg/L 0.0020 NA NA
CR-14-1-E207-DW-P-76 Room E207 Water Fountain 04/25/2023 0.0047 mg/L 0.0020 NA NA

CR-14-1-E207-DW-SS-76 Room E207 Water Fountain 04/25/2023 0.0014 J mg/L 0.0020 NA NA
CR-14-1-E207-DW-F-76 Room E207 Water Fountain 04/25/2023 0.0021 mg/L 0.0020 NA NA

CR-14-1-E208-SINK-P-77 Room E208 Sink Faucet 04/25/2023 0.0025 mg/L 0.0020 NA NA
CR-14-1-E208-SINK-F-77 Room E208 Sink Faucet 04/25/2023 0.0013 J mg/L 0.0020 NA NA
CR-14-1-E208-DW-P-78 Room E208 Water Fountain 04/25/2023 0.0033 mg/L 0.0020 NA NA

CR-14-1-E208-DW-SS-78 Room E208 Water Fountain 04/25/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-E208-DW-F-78 Room E208 Water Fountain 04/25/2023 0.00088 J mg/L 0.0020 NA NA

CR-14-1-E206-SINK-P-79 Room E206 Sink Faucet 04/25/2023 0.0029 mg/L 0.0020 NA NA
CR-14-1-E206-SINK-F-79 Room E206 Sink Faucet 04/25/2023 0.00066 J mg/L 0.0020 NA NA
CR-14-1-E206-DW-P-80 Room E206 Water Fountain 04/25/2023 0.0054 mg/L 0.0020 NA NA

CR-14-1-E206-DW-SS-80 Room E206 Water Fountain 04/25/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-E206-DW-F-80 Room E206 Water Fountain 04/25/2023 0.0014 J mg/L 0.0020 NA NA

CR-14-1-E205-SINK-P-81 Room E205 Sink Faucet 04/25/2023 0.0029 mg/L 0.0020 NA NA
CR-14-1-E205-SINK-F-81 Room E205 Sink Faucet 04/25/2023 0.0011 J mg/L 0.0020 NA NA
CR-14-1-E205-DW-P-82 Room E205 Water Fountain 04/25/2023 0.0052 mg/L 0.0020 NA NA

CR-14-1-E205-DW-SS-82 Room E205 Water Fountain 04/25/2023 0.0013 J mg/L 0.0020 NA NA
CR-14-1-E205-DW-F-82 Room E205 Water Fountain 04/25/2023 0.0011 J mg/L 0.0020 NA NA



CR-14-1-E203-SINK-P-83 Room E203 Sink Faucet 04/25/2023 0.0028 mg/L 0.0020 NA NA
CR-14-1-E203-SINK-F-83 Room E203 Sink Faucet 04/25/2023 0.00075 J mg/L 0.0020 NA NA
CR-14-1-E203-DW-P-84 Room E203 Water Fountain 04/25/2023 0.0048 mg/L 0.0020 NA NA

CR-14-1-E203-DW-SS-84 Room E203 Water Fountain 04/25/2023 0.0023 mg/L 0.0020 NA NA
CR-14-1-E203-DW-F-84 Room E203 Water Fountain 04/25/2023 0.0021 mg/L 0.0020 NA NA

CR-14-1-E204-SINK-P-85 Room E204 Sink Faucet 04/25/2023 0.0029 mg/L 0.0020 NA NA
CR-14-1-E204-SINK-F-85 Room E204 Sink Faucet 04/25/2023 0.0017 J mg/L 0.0020 NA NA
CR-14-1-E204-DW-P-86 Room E204 Water Fountain 04/25/2023 0.0058 mg/L 0.0020 NA NA

CR-14-1-E204-DW-SS-86 Room E204 Water Fountain 04/25/2023 0.0019 J mg/L 0.0020 NA NA
CR-14-1-E204-DW-F-86 Room E204 Water Fountain 04/25/2023 0.0016 J mg/L 0.0020 NA NA

CR-14-1-E201-SINK-P-87 Room E201 Sink Faucet 04/25/2023 0.0031 mg/L 0.0020 NA NA
CR-14-1-E201-SINK-F-87 Room E201 Sink Faucet 04/25/2023 0.00074 J mg/L 0.0020 NA NA
CR-14-1-E201-DW-P-88 Room E201 Water Fountain 04/25/2023 0.0071 mg/L 0.0020 NA NA

CR-14-1-E201-DW-SS-88 Room E201 Water Fountain 04/25/2023 0.0015 J mg/L 0.0020 NA NA
CR-14-1-E201-DW-F-88 Room E201 Water Fountain 04/25/2023 0.0015 J mg/L 0.0020 NA NA

CR-14-1-E202-SINK-P-89 Room E202 Sink Faucet 04/25/2023 0.0044 mg/L 0.0020 NA NA
CR-14-1-E202-SINK-F-89 Room E202 Sink Faucet 04/25/2023 0.0015 J mg/L 0.0020 NA NA
CR-14-1-E202-DW-P-90 Room E202 Water Fountain 04/25/2023 0.0045 mg/L 0.0020 NA NA

CR-14-1-E202-DW-SS-90 Room E202 Water Fountain 04/25/2023 0.0015 J mg/L 0.0020 NA NA
CR-14-1-E202-DW-F-90 Room E202 Water Fountain 04/25/2023 0.0012 J mg/L 0.0020 NA NA
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